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Abstract: This study presents the characteristics of the Lahendong geothermal working area (GWA) in terms of 
the geological, geophysical, geochemical, and environmental implications. The investigated area is located in the 
Sulawesi North Arm, where the volcanic arc extends from Sangihe Island to Minahasa with two major strike-slip 
faults. NE–SW (northeast-southwest) trending faults control the thermal surface manifestation. The geothermal 
field is grouped into two hydrochemical systems: acid-sulphate-chloride (acid reservoir) and chloride (closer to neu-
tral) types. The environmental implication analysis shows that the North Sulawesi province is experiencing water 
shortages due to excessive mining activities, inadequate wastewater management, and periods of drought. Although 
geothermal wastewater is being re-injected, the possibility of water contamination by hazardous materials from 
geothermal power plant activity is still evident. This study reviews the actual geothermal utilisation in the form of 
the 120 MWe power plant, the 500 kWe binary power plant, while the heat from geothermal energy is used for palm 
sugar production. Furthermore, the article also analyses the potential of the rational use of geothermal resources 
in this area. As a result of the high salinity and silica concentration of the brine, the geothermal wastewater should 
be treated before further utilisation and it potentially benefits both local communities and geothermal companies. 
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INTRODUCTION

The development of renewable energy sources to 
replace fossil fuels is a trend which is currently 
widely encouraged. Geothermal energy is con-
sidered to be the most promising sustainable and 
renewable source of energy, with high availability 
and its potential utilisation still largely untapped 
(Zhu et al. 2015, An et al. 2016, IRENA 2017).  

Moreover, compared to solar and wind ener-
gy, geothermal energy provides higher variabil-
ity and an intermittence which can be exploited 
in every part of the world (IRENA 2017). It has 
been proven that geothermal resources are more 
than sufficient to meet the energy needs of human 
consumption. In addition, compared to fossil fu-
els, geothermal power generation brings a num-
ber of benefits, such as lower life-cycle greenhouse 
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gas emissions; lower running costs; the capability 
to supply baseload electricity, flexibility and an-
cillary services to a system; and higher capacity 
factors (IRENA 2017, Nian & Cheng 2018). Conse-
quently, the utilisation of geothermal energy will 
contribute to reducing global warming effects and 
public health risks. Besides the mentioned advan-
tages of geothermal energy, drawbacks include be-
ing restricted to specific locations and potentially 
triggering earthquakes. Moreover, the main bar-
rier to further geothermal development lies in the 
difficult task of securing funding for surface ex-
ploration and drilling operations.

It is widely known that Indonesia is located 
along the ring of fire of the Indo-Pacific region 
and hence is prone to various harmful seismic ac-
tivities, such as earthquakes, volcanism, and oth-
er events triggered by the movement of tectonic 
plates (Pambudi 2017). However, such a location 
also means abundant geothermal resources spread 
through Sumatra, Java, Nusa Tenggara, Maluku, 
North Maluku, and Papua, amounting to 342 geo-
thermal resource locations in total. The Geologi-
cal Agency of the Ministry of Energy and Mineral 
Resources (Ministry of Mineral and Energy Re-
sources 2015) estimates that there is 28,508 MWe 
of geothermal energy potential spread throughout 
Indonesia. In 2020, Indonesia produced 2.289 GWe 
of electricity from geothermal energy resources, 
thus becoming the second-largest country after the 
USA to utilise the energy potential for electricity 
production (Huttrer 2020). Moreover, geothermal 
energy can be used directly in space heating, green-
houses, agriculture, plantations, forestry, breeding, 
and desalination. However, this prospect has not 
been extensively studied as the annual direct use of 
geothermal energy in Indonesia is considered low 
(only 11.83 GWh/year) (Lund & Toth 2020). Oth-
er promising opportunities for geothermal power 
production are through the utilisation of geother-
mal waste heat in the form of brine or steam.

This study presents the essential parameters in 
assessing the rational use of geothermal resourc-
es. The first part focuses on analysing the geolog-
ical, geophysical, and geochemical conditions of 
the Lahendong area. Moreover, the environmental 
implications of the geothermal working area are 
also analysed. Finally, the existing and potential 
utilisation of the geothermal resources in this area 
is presented. 

STATE-OF-THE-ART OF  
THE LAHENDONG GWA, 
INDONESIA 

In this section, the information about important 
aspect of geological, geophysical and geochemi-
cal studies in this geothermal field will be pres-
ent. This information is necessary to address the 
potential utilisation of geothermal resources in 
this area. 

Geological aspects  
and thermal surface manifestations of  
the Lahendong GWA
Lahendong is located at the Sulawesi North Arm 
as a part of the volcanic arc that stretches from 
Sangihe Island to the Minahasa coast. The North 
Sulawesi Trench formed due to the subduction of 
the Celebes Sea Plate to the south below the Su-
lawesi North Arm (Simandjuntak & Barber 1996). 
The volcanic arc is stretched from the Sangihe 
Island to the Minahasa region and was initial-
ly formed by the subduction of the Molucca Sea 
Plate to the west (Simandjuntak & Barber 1996). 
The Minahasa tectonic elements are shown in Fig-
ure 1. Vice Ganda & Sunaryo (1982) on Utami 
(2004) stated that the Lembeyan volcanic complex 
is the oldest volcano in Minahasa (Utami et al. 
2004). The volcanic activity in Tondano resulted 
in the formation of Tondano, which is dominated 
by a rhyolite tuff. The formation of Post Tondano 
is the result of volcanic activity that are believed 
to have developed after the collapse of the calderas 
of Tondano. Most of the basalt, andesite lava and 
pyroclastics from small volcanic centres dominate 
this formation. Thereafter, the immediate vicini-
ty of the shoe-shaped structures of the Tondano 
caldera and the Pangolombian horse were formed 
(Fig. 2). This volcanic activity in the Kasuan and 
Lengkoan volcanic centres was active during the 
Miocene, producing breccia, lava, and tuff ande-
sitic to basaltic (Siahaan et al. 2005). The remnants 
of the caldera wall form hills eastwards from Ton-
dano Lake. 

A major volcanic eruption occurred during 
the Late Pliocene or the Early Pleistocene, spilling 
out several hundreds of  cubic kilometers of tuff 
and ignimbrites, forming the large volcano-tec-
tonic depression of Tondano (a part of which is 
now occupied by Lake Tondano) (Siahaan et al. 
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2005). The volcano-tectonic trends which is 20 km 
of long structure (NNE–SSW) and parallel to the 
Sangie Arc. A smaller eruption centre emerged 
within the depression of Tondano and is known 
as the Pangolombian depression in which the ge-
othermal field of Lahendong emerges (Koestono 
et al. 2010). Lahendong is situated between Mt. 
Soputan and Mt. Riendengan and Mt. Lokon-Ma-
hawu. Utami et al. (2004). A geological map of 
the Lahendong geothermal system is presented in 
which there are two major strike-slip faults in this 
geological system, and the out-turn stepped across 
the fault zones.

The Lahendong geothermal system is the only 
example of an arc–arc collision zone in the world 
(located in the Sangihe arc, Sulawesi North Arm) 
(Utami et al. 2015) and the tectonic activity in the 
area confirms the existence of such a zone. The age 
dates of rocks that were assumed to correlate with 
the system’s reservoir rocks suggest that the sys-
tem might have started its activity at 2.2–0.5 Ma. 
Thus, despite the fact that the absolute age of the 
Lahendong geothermal system has not been de-
termined, the system emerged shortly after (or 

shortly before) Tondano’s volcanic activity ceased 
(Hochstein & Sudarman 2008). The latest volcanic 
and tectonic activity in the enclosing zone influ-
enced the geothermal system.

The main thermal manifestations are ob-
served on the western and northern shores of 
the Linau Lake, Leilem, Lahendong, and Kasur-
atan, as shown in Figure 2. They all belong to the 
steam-heated type and are mainly controlled by 
the NE–SW trending faults – there is no pH-neu-
tral discharge of water in the Lahendong region 
(Utami et al. 2004). The manifestations typical-
ly contain altered and steaming dirt, hot springs 
of acid sulphate, mud baths, mud pools (with or 
without mud volcanoes), and discharges of hydro-
gen sulphide gas (Utami 2011). Common miner-
als are kaolin, residual silica, sulphur, very fine-
grained pyrite, aluminium salts, and iron oxide in 
the altered soil (Utami 2011). The most active ther-
mal activity is in Linau, where some fumaroles 
occur at a temperature of 106°C. This is home to 
both the hottest steaming ground (T = 60–98°C at 
45 cm depth) and the hottest acid sulphate springs 
(T = 80–90°C, pH = 2–4).

Fig. 1. Tectonic elements of the Minahasa area (acc. to Siahaan et al. 2005)
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Geophysical aspects of  
the Lahendong GWA

Research on the geophysical features of the Lahen-
dong geothermal field was first done twenty years 
ago, supplying gravity, resistivity, and magneto-
telluric data. The gravity data shows that the value 
of the bouguer anomaly increases in a northerly 
direction and varies from 128 mGal in the south-
ern part to 150 mGal in the northern part of the 
Lahendong geothermal field (Sumintadireja et al. 
2001). The regional bouguer map shows that the 
trend of the synclinal basement is NE–SW with 
the value of the bouguer anomaly 130–148 mGal 
northward (Sumintadireja et al. 2001, Utami et al. 
2015). Meanwhile, the positive anomaly of about 
7  mGal might correlate with the subsurface of 
a plutonic intrusion which has been found be-
neath Lake Linau (Utami et al. 2015). 

The resistivity data of this area was obtained 
using the Schlumberger resistivity method. The 
resistivity map presents an inconsequential result 
between spacing variables, particularly in areas 
that have apparent resistivity of less than 10 Ωm. 

Therefore, it can be concluded that a low resistivi-
ty anomaly was surmised to be associated with the 
electrically conductive altered rocks and acidic 
fluids at the surface and near surface. This finding 
may indicate an upflow zone in the system (Su-
mintadireja et al. 2001). This is also supported by 
the relatively higher resistivity found in the south-
western and southern areas of the Lahendong geo-
thermal field (Sumintadireja et al. 2001). The mag-
netotelluric 1D model indicates that the layer is 
thickening in the direction of the southwest. Con-
sequently, the higher resistivity layer is represent-
ed as a reservoir, while the lower resistivity layer 
will act as a cap rock in which the pressure and 
propylitic alteration is detected (Suminta direja 
et al. 2001).

Meanwhile, the resistive structures of the La-
hendong geothermal field have been acquired us-
ing 3D magnetotelluric inversion by Raharjo et al. 
(2010). The 3D magnetotelluric inversion indicat-
ed the reflecting reservoir appears in the north at 
a depth of 500 m and in the south at 1500 m (Raha-
rjo et al. 2010). In addition, an up-dome resistivity 
structure is located beneath Lake Linau (Raharjo 

Fig. 2. Geological map of the Lahendong geothermal field, the North Sulawesi  (acc. to Utami et al. 2004)
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et al. 2010). A non-resistive cap rock overlays the 
reservoir. The low-resistivity cap position of this 
rock correlates with the main upflow area. The res-
ervoir outflow runs through geothermal manifes-
tations, including fumaroles and hot springs.

Geochemical aspects and the reservoir of  
Lahendong GWA
The Lahendong region is grouped into two hy-
drochemical systems, with pH neutral water 
and acidic types. The group is based on the flu-
id’s temperature, electrical conductivity, and pH. 
The first group with high electrical conductiv-
ity in the range of 5020–6140 μS/cm, pH in the 
range of  2.7–3.7, and reservoir temperatures in 
the range of 200–274°C, defined as a highly acid-
ic form (acid sulphate-chloride) of well water. The 
acidic water is observed with a high concentra-
tion of SO4 at relatively low temperatures in (and 
near) Lake Linau (Brehme et al. 2014). Various 
fluid concentrations increase particular minerals 
that control the composition of the rock minerals 
penetrated (Brehme et al. 2016b). The sulphate 
minerals that are found in fluid-infiltrated rocks 
have high concentrations of SO4. Furthermore, 
the alteration process involves minerals that are 
exposed to high temperatures and violent flu-
ids. On the other hand, the second group with 

low electrical conductivities of 1465–2140 μS/cm, 
moderate pH (4.2–6.5), and 232–341°C reservoir 
temperatures describe the form of water consid-
ered neutral (chloride) (Brehme et al. 2014, 2016a). 
The neutral water has relatively low salt content in 
the southern cluster of the geothermal zone. 

The northwest wells (below Lake Linau) have 
wells with highly acidic water, and the neutral 
chloride water type is identified in the south and 
the northeast of Lake Linau. The high salinity of 
the acid water originates from deeper permeable 
zones, which seemingly lie below Lake Linau as 
shown in Figure 3. The mean depth of the reser-
voir was ca. in cluster 24 (the northwest lake Lin-
au), 2000 m b.g.l., in contrast with the average 
depth of 1500 m b.g.l. for the chloride reservoir 
in cluster 4, the southern Lahendong geothermal 
district. Despite the fact that its temperature dif-
ference is ~60°C lower than in the southern part, 
the productivity of the wells is five times higher 
(Brehme et al. 2016b). The presence of vertical-
ly permeable fractures increases fluid movement 
(Brehme et al. 2016b). These fractures often allow 
cold surface water to infiltrate into the reservoir, 
resulting in lower reservoir temperatures. Reser-
voir water contains water with chloride or acid 
sulphate-chloride, while the hot springs contain 
bicarbonate (Brehme et al. 2014). 

Fig. 3. Conceptual of geohydrochemical model in Lahendong geothermal field  (acc. to Brehme et al. 2015). Cross section line 
presented on Figure 2
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Three separate alteration zones define the 
Lahendong reservoir: kaolinite-anhydrite, epi-
dote-chlorite, and sericite-actinolite (Utami et al. 
2011). The kaolinite-anhydrite zone reflects the 
impact of acid alteration at temperatures of 100–
250°C, while the epidote-chlorite zone includes 
minerals of medium temperature, namely epidote, 
chlorite, crystalline quartz, calcite, illite, and ka-
olinite. The sericite-actinolite region is correlated 
with the intrusion of microdiorite and tempera-
tures between 300 and 350°C (Utami et al. 2015). 
The Lahendong–Linau block is located in the 
northern part of the field, covering the Linau cra-
ter areas: northwest, inside, and east. The north-
west reservoir of the Linau crater is poorly perme-
able, with acidic, dry steam ranging from 570 to 
370  m  a.s.l. The reservoir field within the Linau 
crater has a dry acid vapour layer ranging from 570 
to 370 m a.s.l., and the shallow drill hole of the VSI 
confirms the presence of this layer. The crater is 
shallow (475–275 m a.s.l.) and deep (from −220 to 
−1020 m a.s.l.) with hot water reservoirs with good 
permeability, as confirmed by the LHD-5 well 
(Brehme et al. 2016a). Second, there is the Leng-
koan block, which has medium permeability and 
two reservoir stages. The shallow and deep reser-
voirs range between 450 and 250 m a.s.l. and be-
tween −150 and −1150 m a.s.l., respectively. In the 
deep reservoir, the temperature was approximately 
350°C. Wells in cluster LHD-4 confirmed the pres-
ence of the Lengkoan block (Utami et al. 2007).

Environmental implication  
in North Sulawesi, Indonesia
Radja & Sulasdi (1995) studied the possibility of 
the adverse environmental impact of several geo-
thermal power plants in Indonesia. The separated 
geothermal water not only polluted the water body 
and atmosphere but also caused thermal pollu-
tion. Geothermal wastewater from the Lahendong 
geothermal field has a temperature of up to 130°C, 
which is significantly higher than the river water 
temperature of 28°C (Radja & Sulasdi 1995). The 
study showed that the river temperature increased 
to 90°C after mixing with river water, causing 
thermal pollution (Radja & Sulasdi 1995). Hariya-
di et al. (2012) stated that arsenic (As) is produced 
and released during every stage of the thermal en-
ergy process in the Lahendong geothermal power 

plant, including operation, separation, and con-
densation (Hariyadi et al. 2012). Fortunately, the 
geothermal wastewater in the form of brine and 
condensate with a low temperature in the Lahen-
dong Geothermal power plant is being reinjected 
into the formations in LHD-7. 

According to Hariyadi et al. (2012), an official 
report of the geothermal power plant in Lahen-
dong from January to June 2012 indicated that As 
concentrations in wastewater had fluctuated be-
tween 1.2 to 1.26 mg/L (Hariyadi et al. 2012). For 
example, in clusters 4 and 7 (shows at Figure 4), 
the amount of As was monitored under a stand-
ard quality of 0.05 mg/L. Meanwhile, at some lo-
cations, such as clusters 5, 13 and 24 (shows at 
Figure 4), the report said that As concentrations 
exceeded the standard quality, reaching 1.26 mg/L 
(Hariyadi et al. 2012). Hariyadi et al. (2012) an-
alysed the feasibility of geothermal wastewater 
utilisation from the Lahendong geothermal field. 
The survey showed that the prospective utilisation 
of geothermal wastewater includes hot showers, 
steam baths, agricultural purposes, wood drying, 
tourism, processing of palm sugar, and an alcohol 
distillery with a potential value price of around 
IDR 941,934,000/year (60,608 EUR) (Hariyadi 
et al. 2012). Despite the utilisation potential, the 
aforementioned study reported that wastewater 
quality was low and therefore cannot be utilised 
directly. 

A sample of several springs in the Lahendong 
geothermal field was recently taken and analysed 
by Brehme et al. (2016b). The sample location is 
shown in Figure 4. According to Brehme et al. 
(2016b), concentrations in these springs exceed the 
recommendation value by WHO and Indonesian 
Ministry of Health (0.01 mg/L for drinking wa-
ter and 0.05 mg/L for clean water) (Herschy 2012, 
Menteri Kesehatan Republik Indonesia 2017), as 
do the concentrations of As at sampling point 
M1  (0.044 mg/L) and M2 (0.184 mg/L) (Brehme 
et al. 2016b). In line with the As occurrence in the 
hot springs, the concentration in the production 
well has varied between 0.56 and 3.28 mg/L (Bre-
hme et al. 2016b). Figure 4 shows the location of 
the samples M1 and M2 where As is found (lo-
cated close to residential communities). because of 
this, the potential for water contamination by As 
in this area is clearly high. 
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The city of Tomohon, in North Sulawesi, has 
not only been experiencing water contamination 
but also has recently suffered from El-Nino-driv-
en droughts. Some sources report that four springs 
in Tomohon no longer produce water, while oth-
er water source flow rates have declined. Gener-
ally, people in Tomohon rely heavily on water re-
sources for daily consumption, agriculture, fish 
farming, and tourism. Although the Lahendong 
geothermal wastewater in Tomohon is being re-
injected, the potential for water contamination by 
hazardous materials from geothermal power plant 
activity is still present. 

THE RATIONAL USE OF  
THE GEOTHERMAL RESOURCES  
IN LAHENDONG GWA
The Lahendong GWA in North Sulawesi prov-
ince was considered as one of the first geother-
mal development project in Indonesia where the 
first exploration was conducted in 1970. The first 
geothermal power plant was commissioned in 
2001 and has been operated and developed until 
present-day. This section will present informa-
tion about the geothermal utilisation that have 

been utilised and its potential utilisation in which 
could be realised in the near future. 

Existing geothermal utilization  
in Lahendong GWA
As the first geothermal power plant in eastern part 
of Indonesia, the areas have been studied for other 
utilisation such as palm sugar production. More-
over, a pilot plant to reuse waste geothermal brine 
and produce additional electricity using ORC 
methods were developed. 

Lahendong geothermal power plant –  
installed capacity 120 MWe
PT Pertamina Geothermal Energy has exploit-
ed the Lahendong geothermal field in the North 
Sulawesi since 2000. This geothermal environ-
ment is regarded as a hot-water-dominated sys-
tem (Nugroho 2007). It has an 80 MWe installed 
capacity in the Lahendong area supplied by more 
than 8300 tons of steam per day, while the Tom-
paso area has a 40 MWe capacity (Murakami 
& Takamiya et al. 2017). There are 46 wells in 
this area that have been maintained over the last 
20 years. 

Fig. 4. The Location of all clusters, wells, and hot springs in Lahendong GWA (modified by Google Maps, acc. to Brehme et al. 2016b)
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Until now, this power plant has been supplying 
approximately 40% of the electricity consumption 
in Manado, North Sulawesi. Figure 5 illustrates the 
schematic flow of the Lahendong geothermal power 
plant. Currently, there are four development clus-
ters in the geothermal sector in Lahendong. Each 
cluster consists of several wells that provide steam 
to generate electricity. The borehole clusters are 
shown in the conceptual of the hydrogeochemical 
model in Figure 3 and comprise both vertical and 
deviated wells. As shown in Figure 3, the northern 
clusters have deviated wells with landing zones be-
low Lake Linau. This lake was considered an acid 
lake, a reasonable assumption since the reservoir 
type in this area is water-type sulphate-chloride 
acid. Meanwhile, the southern part of the Lahen-
dong geothermal field is categorized as the chlo-
ride type of water which has spread to the side of 
Mount Lengkoan and even to the northeast part.

Pilot geothermal binary power plant –  
installed capacity 500 kWe
As of April 2019, this geothermal binary pilot proj-
ect plant has successfully operated and generated  

about 1.6 GWh (gross) with 1.3 GWh of net 
electricity (Frick et al. 2019). The pilot plant has 
been combined with the Lahendong geothermal 
field cluster 5 near the village of Pangolombian. 
The geothermal brine from LHD-5, with a tem-
perature of 170°C corresponding to a separator 
pressure of 7.9 bar, was pressurized. The physi-
cal-chemical properties of geothermal brine were 
reported with TDS-content (total dissolved sol-
ids) is between 150 and 540 mg/L with a rela-
tively high SiO2 concentration range from 100 to 
500 mg/L, with the pH value of 5–9 (Frick et al. 
2015, 2019). In this pilot plant, the integration of 
the power conversion cycle by using intermedi-
ary closed water cycles for heat supply and heat 
removal was implemented. A subcritical sin-
gle-stage ORC with internal heat recovery was 
chosen as the conversion cycle to attain high-
er reliability. Moreover, N-Pentane was selected 
as a working fluid which is suitable for the heat 
source temperature (Frick et al. 2019). 

In order to improve the plant reliability and 
availability, several technical modifications have 
been implemented since 2017. These include 

Fig. 5. Schematic flow of Lahendong geothermal power plant (acc. to Yokogawa Electric Corporation 2007, modified)
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modifications such as adaptations for the high 
ambient humidity, changes to the prototype tur-
bo-generator, and controlling the hot water cycle 
(Frick et al. 2019). The operation of the plant is 
currently limited, and the control of the hot wa-
ter supply temperature to the ORC-unit was done 
to meet the consumption needs of the injection 
pumps nearby. In this binary system, a prima-
ry heat exchanger is used to distribute the brine 
to the hot water cycle during regular operations. 
Then, in order to heat and evaporate the working 
fluid in the ORC unit, the heated water is used. 
A centrifugal pump is used to circulate the hot 
water continuously. Moreover, an expansion ves-
sel with a nitrogen cushion is pressurized to main-
tain the pressure of the hot water cycle and the 
working fluid vapour drives a turbo-generator. 
Then, right before encountering the water-cooled 
tubes, the superheated working fluid vapour flows 
through a recuperator. A dry cooler consisting of 
6 units is implemented to remove the heat in the 
cooling water cycle. The use of a hot water and 
cooling water cycle made it possible to transport 
and install a wholly preassembled and pretested 
ORC unit (Frick et al. 2019).

Palm sugar processing

The Lahendong geothermal field is a geothermal 
working area that utilises direct geothermal pres-
sure for agricultural production. Geothermal en-
ergy investigation for palm wine plantations and 
palm sugar production has been conducted in this 
area. A commercial palm sugar production plant of 
3500 farmers has been pressurized. This palm sugar 
plant is managed by a non-governmental organiza-
tion called Yayasan Masarang with the cooperation 
of Pertamina Geothermal Energy Lahendong and 
has a maximal capacity of 12,000 Kg/d. By pres-
surizing flashed steam from the separated brine, 
the excess steam supplies the juice heater, evapora-
tor and pan vacuum in which 3000–5000 Kg/d of 
palm sugar can be produced (Surana et al. 2010a). 
Unfortunately, due to the low pressure of steam 
supply of about 1 to 2 bar, the productivity of the 
plant decreased to 1000 Kg/d in 2011. As a result of 
high silica in the geothermal brine, scaling on pipes, 
and some of the equipment employed at this facility, 
production was often interrupted or even stopped 
(Roeroe et al. 2013). The schematic diagram of the 
facility is presented in Figure 6. 

Fig. 6. Schematic flow of palm sugar production at Yayasan Masarang, Lahendong (acc. to Surana et al. 2010a, modified)
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Potential geothermal utilization 
in Lahendong GWA
Besides the existing geothermal utilisation facil-
ity, the Lahendong geothermal field possess huge 
potential to be expanded. For example generating 
electricity from waste heat, coconut meat drying, 
and geothermal desalination plant. 

The alternative binary geothermal power plant 
from waste heat in Lahendong 
The first geothermal binary system to have been 
successfully implemented is the Lahendong geo-
thermal system. According to Nugroho (2007), the 
Lahendong unit 3 in cluster 5 is designed to gen-
erate 800 t/hr of two-phase brine-steam mixture 
(dryness 20%) from 4 production wells (LHD-5, 
LHD-9, LHD-21 and LHD-23). The two separa-
tors provide a total steam of 175 t/hr in the steam 
manifold from this unit. The separated steam is 
delivered to the power plant through a demister 
to make the steam dryer before entering turbine 
power plant unit III. This unit consumes approx-
imately 147 t/hr of steam and generates about 
20 MWe (Nugroho 2007).

On the other hand, the separated brine will ac-
cumulate in the brine manifold and be reinjected 
directly back into the formation. Kumolosari et al. 
(2020) proposed a new design that might be ap-
propriate for pressurization in Lahendong. They 
suggest using a type of brine with the temperature 
set to 150°C where the silica scaling index (SSI) is 
0.97 (Kumolosari et al. 2020). Those parameters 
are chosen to prevent scaling and achieve the opti-
mum results. Furthermore, the working fluid in the 
geothermal organic ranking cycle that he suggests 
using is R245fa (Kumolosari et al. 2020). Based on 
the simulation results, the proposed binary system 
using waste heat will generate electricity of about 
2.46 MWe with a net thermal and energy efficiency 
of 11 and 34%. Besides the proposed design plant, 
the potential of brine waste pressurized for electric-
ity production includes a flash system with a back-
pressure or condensing turbine, the binary cycle 
with or without regeneration, and the Kalina cy-
cle (Nugroho 2007, Kumolosari et al. 2020).

Coconut meat drying product
In 2003 and 2008, the Agency for the Assessment 
and Application of Technology Indonesia (BPPT) 

with PT. Pertamina Geothermal Energy imple-
mented pilot plants with direct geothermal energy 
use in the Way Ratai Geothermal Field (Lampung 
Province) for coconut meat (copra) and cocoa 
drying. The pressurizing of both a shallow natu-
ral geothermal well and an artificial one gave good 
results (Surana et al. 2010a). The North Sulawesi 
province, where Lahendong Geothermal Field is 
located, has extensive coconut plantations and 
corn farming potential. Pertamina plans to pres-
surize the geothermal steam in Lahendong com-
mercially for the coconut meat and corn drying 
businesses (Surana et al. 2010b). 

However, apart from the existing pilot system, 
Surana et al. (2010a) and Tesha (2006) studies 
presented two methods to pressurize geothermal 
resources for coconut meat drying. First, based 
on the coconut meat drying plant in Way Ratai, 
it would consist of a downhole heat exchanger, 
a drying room, a pump, and a freshwater tank. In 
this plant, the downhole heat exchanger is placed 
into a natural geothermal well with a tempera-
ture of 80–95°C at a depth of two meters (Tesha 
2006). Then, freshwater passes through it be-
fore being heated up and delivered to the drying 
room. The temperature in the drying room must 
be maintained at 50°C to dry up the coconut meat 
by a natural draft conductive heat exchange. The 
quality of the copra manufactured in this facility 
is much better than the conventional one because 
there is no smoke contamination (Surana et al. 
2010a). The second option is to use brine water ob-
tained from the separator in the power plant. This 
geothermal brine provides considerable amounts 
of energy that can be extracted for further pres-
surization. Temperatures up to 99°C have suffi-
cient heat for a 60°C drying unit. In order to reach 
the maximum condition, the temperature and hu-
midity have to be maintained inside the drying 
unit (Tesha 2006). Consequently, the difficulties 
such as surface hardening and microbial deterio-
ration can be avoided. 

The separator in the Lahendong geothermal 
field produces up to 40,000 Kg of brine every hour. 
Hence, a large amount of coconut and other crops 
can be dried depending on market conditions. Ac-
cording to Tesha (2006), approximately 159 drying 
rounds of the drying process could be performed 
each year. Consequently, if 14,250 coconuts are 
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dried per drying sequence, about 2.3 million co-
conuts could be marketed by this drying unit each 
year. Despite this advantage, the geothermal fluid 
in this area contains a high silica saturation in-
dex (Roeroe et al. 2013). As a result, the potential 
of silica scaling in the coconut meat drying plant 
will be high. The silica inhibitors are needed to en-
sure that the drying unit functions normally. An-
other option is by regularly injecting pressurized 
steam through the radiator to clean out the poten-
tial silica sediments. Those methods will help to 
prevent silica scaling.

Water desalination using geothermal energy
Around 33.4 million Indonesians (especially in the 
east part of the country) (Piesse 2016) still experi-
ence water scarcity despite abundant alternative 
sources. The Indonesian Statistics Center (BPS) 
(Badan Pusat Statistik 2019) reported that Indo-
nesia’s current access to clean water is 72.55%, far 
below the target established through the sustain-
able development goals of reaching 100% by 2030 
(Ministry of National Development Planning of 
Republic Indonesia 2015). This target was mandat-
ed through the National Medium Term Develop-
ment Plan of 2015–2019 (Ministry of National De-
velopment Planning of Republic Indonesia 2017). 
Therefore, to achieve these goals and objectives, 
Indonesia has attempted to cooperate with several 
parties that could help in overcoming the obsta-
cles hampering such an ambitious target. One way 
to overcome the water scarcity challenges is to ad-
dress water desalination using geothermal energy 
(“thermal desalination” hereinafter). Geothermal 
sources are beneficial (nearly ideal) for the thermal 
desalination process because the energy output is 
stable with fewer intermittent problems. Moreover, 
it offers mature and uninterrupted thermal ener-
gy compared to other renewable energy resources, 
which are not affected by seasonal changes such 
as weather fluctuations (Gude 2016). Another ad-
vantage is that geothermal water can serve as both 
a feed and heat transfer medium for desalination 
(Tomaszewska & Bodzek 2013a, Gude 2016). Geo-
thermal desalination is considered to be cost-ef-
fective and environmentally friendly compared 
to other renewable energy sources (Tomaszewska 
& Bodzek 2013b). A viable geothermal desalina-
tion application must meet several criteria (e.g., 

availability source of geothermal energy at low 
cost), have impaired source water that can be pro-
cessed via one or more pre-treatment and desali-
nation processes, and have a suitable user or mar-
ket for product water to justify the investment and 
operating costs. 

Thermal desalination is also considered 
a direct application of geothermal energy sources. 
This application remains underestimated owing 
to its quite low utilisation, despite the abundant 
resources available. A high-pressure geother-
mal source allows the direct use of shaft power 
in mechanically powered desalination, whereas 
high-temperature geothermal fluids can be used 
to produce electricity for reverse osmosis (RO) 
or electrodialysis (ED) plants. In this technolo-
gy, geothermal energy sources play a significant 
role in supplying heat sources. Moreover, geother-
mal energy can produce water and electricity si-
multaneously through a cogeneration scheme and 
poly generation, which involves both heating and 
cooling applications with various benefits (Toma-
szewska & Bodzek 2013a, 2013b, Turchi et al. 2015, 
Gude 2016). Therefore, it can be analysed that the 
potential for geothermal desalination is quite high 
in the Lahendong geothermal working area, be-
cause of electricity production from a renewable 
source with a capacity of 120 MWe. The following 
geothermal desalination options may be consid-
ered: (1) membrane process such as RO and ED 
– in this case, electricity may be partially used to 
operate the desalination plant. Further, feed wa-
ter sources could be water from the cooling pond 
or hot springs in the area of Tomohon; (2) ther-
mal processes such as multi-stage flash distilla-
tion (MSF), multiple-effect distillations (MED), 
and membrane distillation (MD) – in this case, 
the geothermal water may be used as a thermal 
source and feed water source, where the electricity 
produced will provide electrification for some of 
the desalination equipment that requires electri-
cal energy, such as pump systems. 

To determine the most appropriate desalina-
tion technology for freshwater production, a num-
ber of parameters have to be considered such as 
the physicochemical properties, type of required 
energy, type of feed water, beneficial-use criteria, 
brine and concentrate disposal options, and tech-
nical and community readiness. Therefore, there 
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is a need for comprehensive studies such as phys-
icochemical analysis with water samples from 
several locations (wells, separator, cooling pond, 
hot springs, and groundwater) that can be used 
to determine their mineral concentrations, gath-
ering data such as the capacity factor of the La-
hendong geothermal power plant, and flow rate 
capacity. What is more, an economic analysis 
will be an essential aspect to determine whether 
a desalination plant is economically sound. Such 
aspects will be analysed and presented in future 
publications.

CONCLUSIONS

Geothermal energy potential in Lahendong, In-
donesia is considered extensive because of the 
characteristics of the high-temperature reservoir 
(200–340°C) and the high flow rate production of 
steam and water. The actual utilisation of geother-
mal energy in the Lahendong geothermal working 
area consisted of electricity production with a to-
tal capacity of 120 MWe from a four-unit power 
plant using a flashed system. Moreover, the only 
example of a binary geothermal power plant in 
Indonesia with a capacity of 500 kW was com-
missioned in 2019. Besides electricity produc-
tion, a direct utilisation of geothermal brine was 
in palm sugar production that can produce from 
3000 to 5000 Kg/d. Nevertheless, due to the high 
silica content in the brine, this palm sugar plant 
stopped operating. Besides the actual utilisation, 
this geothermal field provides another potential 
utilisation that might be developed in the near fu-
ture, such as power production from geothermal 
waste heat and coconut meat drying. 

However, the environmental analysis showed 
that water contamination and the water scarcity 
problems in Tomohon, North Sulawesi, are severe. 
Although Lahendong geothermal wastewater is 
being re-injected, the potential for water contam-
ination by hazardous materials from geothermal 
power plant activity still exists. Consequently, im-
plementing geothermal water desalination in the 
future would be beneficial for both geothermal 
companies and local communities.

The geothermal resources in Lahendong 
provide prospects for both the membrane and 
thermal processes of desalination technology. 

However, geothermal desalination using the ther-
mal process is more appropriate than the mem-
brane process because the electricity produced 
from the Lahendong geothermal power plant can 
provide a significant impact if it is used for the 
electricity grid in North Sulawesi. Therefore, the 
most appropriate thermal energy scheme for the 
desalination process of the Lahendong geother-
mal working area is to use the outlet brine of the 
Lahendong geothermal power plant as the ther-
mal energy source and feed water source. 

The paper has been prepared under the AGH 
UST statutory research grant No. 16.16.140.315/05 
and funded under mini-grant IDUB No. ID1972 of 
AGH UST. 

The authors declare no conflict of interest.

REFERENCES

An Q., Wang Y., Zhao J., Luo C. & Wang Y., 2016. Direct utili-
zation status and power generation potential of low-me-
dium temperature hydrothermal geothermal resources 
in Tianjin, China: A review. Geothermics, 64, 426–438. 
https://doi.org/10.1016/j.geothermics.2016.06.005.

Badan Pusat Statistik, 2019. Statistik Air Bersih: Water Sup-
ply Statistics 2013–2018. https://www.bps.go.id/publica-
tion/2019/12/24/e3be82175162b2dd1fe7b925/statistik-
air-bersih-2013--2018.html [access: 25.04.2020].

Brehme M., 2015. The role of fault zones on structure, opera-
tion and prospects of geothermal reservoirs. A case study 
in Lahendong, Indonesia. Thesis Dissertation at Georg- 
August University, Göttingen. https://ediss.uni-goettin - 
gen.de/handle/11858/00-1735-000-0022-5FF9-A [access:  
23.03.2020].

Brehme M., Moeck I., Kamah Y., Zimmermann G. & Sau-
ter M., 2014. A hydrotectonic model of a geothermal 
reservoir-A study in Lahendong, Indonesia. Geother-
mics, 51, 228–239. https://doi.org/10.1016/j.geothermics. 
2014.01.010.

Brehme M., Blöcher G., Cacace M., Kamah Y., Sauter M. & 
Zimmermann G., 2016a. Permeability distribution in 
the Lahendong geothermal field: A blind fault captured 
by thermal–hydraulic simulation. Environmental Earth 
Sciences, 75, 2015–2017. https://doi.org/10.1007/s12665-
016-5878-9.

Brehme M., Deon F., Haase C., Wiegand B., Kamah Y., Sau-
ter  M. & Regenspurg S., 2016b. Fault controlled geo-
chemical properties in Lahendong geothermal reser-
voir Indonesia. Grundwasser, 21, 29–41. https://doi.
org/10.1007/s00767-015-0313-9.

Frick S., Saadat A., Surana T., Siahaan E.E., Kupfermann G.A., 
Erbas K., Huenges E. & Gani M.A., 2015. Geo thermal 
Binary Power Plant for Lahendong, Indonesia: A Ger-
man-Indonesian Collaboration Project. [in:] Proceedings 
World Geothermal Congress 2015, Melbourne, Australia, 
19–25 April 2015, 06027, 1–5.

https://www.bps.go.id/publication/2019/12/24/e3be82175162b2dd1fe7b925/statistik-air-bersih-2013--201
https://www.bps.go.id/publication/2019/12/24/e3be82175162b2dd1fe7b925/statistik-air-bersih-2013--201
https://www.bps.go.id/publication/2019/12/24/e3be82175162b2dd1fe7b925/statistik-air-bersih-2013--201
https://ediss.uni-goettingen.de/handle/11858/00-1735-0000-0022-5FF9-A
https://ediss.uni-goettingen.de/handle/11858/00-1735-0000-0022-5FF9-A
https://doi.org/10.1016/j.geothermics.2014.01.010
https://doi.org/10.1016/j.geothermics.2014.01.010
https://doi.org/10.1007/s12665-016-5878-9
https://doi.org/10.1007/s12665-016-5878-9
https://doi.org/10.1007/s00767-015-0313-9
https://doi.org/10.1007/s00767-015-0313-9


81

Geology, Geophysics and Environment, 2022, 48 (1): 69–82

Geological and environmental implications of the utilisation of geothermal energy in the Lahendong working area, Indonesia

Frick S., Kranz S., Kupfermann G., Saadat A. & Huenges E., 
2019. Making use of geothermal brine in Indonesia: bi-
nary demonstration power plant Lahendong/Pangolom-
bian. Geothermal Energy, 7, 30. https://doi.org/10.1186/
s40517-019-0147-2.

Ganda S. & Sunaryo D., 1982. Preliminary study of the Geol-
ogy of Minahasa Area, North Sulawesi. Pertamina Inter-
nal Report [in Indonesian].

Gude V.G., 2016. Geothermal source potential for water de-
salination-Current status and future perspective. Re-
newable & Sustainable Energy Reviews, 57, 1038–1065. 
https://doi.org/10.1016/j.rser.2015.12.186.

Hariyadi S., Polii B. & Yanuwiadi B., 2012. Feasibility Anal-
ysis of Geothermal Power Plant Wastewater Utilization: 
A Case Study on Lahendong Geothermal Power Plant, 
North Sulawesi. International Journal of Basic and Ap-
plied Sciences, 12, 187–190.

Herschy R.W., 2012. Water Quality for Drinking: WHO Guide-
lines. [in:] Bengtsson L., Herschy R.W., Fairbridge  R.W. 
(eds.), Encyclopedia of Lakes and Reservoirs, Encyclopedia 
of Earth Sciences Series, Springer, Dordrecht, 876–883. 
https://doi.org/10.1007/978-1-4020-4410-6_184.

Hochstein M.P. & Sudarman, S., 2008. History of geother-
mal exploration in Indonesia from 1970 to 2000. Geo-
thermics, 37, 220–266. https://doi.org/10.1016/j.geother-
mics.2008.01.001.

Huttrer G.W., 2020. Geothermal Power Generation in the 
World 2015–2020 Update Report. [in:] Proceedings 
World Geothermal Congress 2020+1, Reykjavik, Iceland, 
April – October 2021, 1017, 1–17.

IRENA, 2017. Geothermal Power: Technology Brie. Interna-
tional Renewable Energy Agency, Abu Dhabi. www.ire-
na.org/publications/2017/Aug/Geothermal-power-Tech-
nology-brief [access: 3.04.2020].

Koestono H., Siahaan E.E., Silaban M. & Franzson H., 2010. 
Geothermal Model of the Lahendong Geothermal Field, 
Indonesia. [in:] Proceedings World Geothermal Congress 
2010, Bali, Indonesia, 25-29 April 2010, 1259, 1–6.

Kumolosari E., Jalaali B., Suryopratomo K. & Dinaryanto O., 
2020. The Alternative Binary Geothermal Power-Plant 
Design to Utilize the Waste Heat in Lahendong Plant. 
ANGKASA: Jurnal Ilmiah Bidang Teknologi, 12, 99–106. 
https://doi.org/10.28989/angkasa.v12i2.726.

Lund J.W & Toth A.N., 2020. Direct utilization of geothermal 
energy 2020 worldwide review. Geothermics, 90, 101915. 
https://doi.org/10.1016/j.geothermics.2020.101915.

Menteri Kesehatan Republik Indonesia, 2017. Peraturan Men-
teri Kesehatan tentang Standar Baku Mutu Kesehatan 
Lingkungan dan Persyaratan Kesehatan Air Untuk Keperlu-
an Higiene Sanitasi, Kolam Renang, Solus Per Aqua, dan Pe-
mandian Umum. Peratur, Menteri Kesehat, Republik Indo-
nesia. https://peraturan.bpk.go.id/Home/Details/112092/
permenkes-no-32-tahun-2017 [access: 11.08.2020].

Ministry of National Development Planning of Republic Indo-
nesia, 2015. Roadmap of SDGs Indonesia: A Highlight. Min-
istry of National Development Planning/ National Develop-
ment Planning Agency. https://inff.org/resource/roadmap 
-of-sdgs-indonesia-a-highlight [access: 17.03.2020].

Ministry of National Development Planning of Republic In-
donesia, 2017. Regulation of the Minister of National De-
velopment Planning No. 2 of 2017 about the Strategic Plan 
2015–2019. www.policy.asiapacificenergy.org/node/3031 
[access: 19.07.2020].

Ministry of Mineral and Energy Resources, 2015. Unlocking In-
donesia’s Geothermal Potential. https://drive.esdm.go.id/
wl/?id=z0gQem1FwdkHVuXjtR6IAOCBJRDFSQwF&-
mode=list&download=1 [access: 10.01.2019].

Murakami T. & Takamiya A., 2017. Units 5 and 6 at Lahendong 
Geothermal Power Plant and Units 3 and 4 at Ulubelu Geo-
thermal Power Plant in Indonesia. Fuji Electric Review, 
63, 12–18. https://www.fujielectric.com/company/tech/ 
pdf/63-01/FER63-01-012-2017.pdf [access: 9.05.2020].

Nian Y.L. & Cheng W.L., 2018. Insights into geothermal 
utilization of abandoned oil and gas wells. Renewable 
& Sustainable Energy Reviews, 87, 44–60. https://doi.
org/10.1016/j.rser.2018.02.004.

Nugroho A.J., 2007. Evaluation of Waste Brine Utilization 
From Lhd Unit III for Electricity Generation in Lahen-
dong Geothermal Field, Indonesia. United Nations Uni-
versity Geothermal Training Programme, Reports 2007, 
Number 17, Reykjavik. https://orkustofnun.is/gogn/unu-
gtp-report/UNU-GTP-2007-17.pdf [access: 27.05.2020].

Pambudi N.A., 2017. Geothermal power generation in Indo-
nesia, a country within the ring of fire: Current status, 
future development and policy. Renewable & Sustainable 
Energy Reviews, 81, 2893–2901. https://doi.org/10.1016/ 
j.rser.2017.06.096.

Piesse M., 2016. Indonesian Water Security: Improving but 
Still Subject to Shocks. Future Direction International, 8 
March 2016, InfoRD. http://inford.org/indonesian-wa-
ter-security-improving-but-still-subject-to-shocks/ [ac-
cess: 27.05.2020].

Radja V.T. & Sulasdi D., 1995. Environmental effects of geother-
mal power plant in Indonesia. [in:] Proceedings of the World 
Geothermal Congress, 1995: Florence, Italy, 18–31 May 1995, 
Vol. 4, International Geothermal Association, 2735–2739.

Raharjo I.B., Maris V., Wannamaker P.E., Chapman D.S., 
Bldg F.A.S. & Rm S.E., 2010. Resistivity Structures of La-
hendong and Kamojang Geothermal Systems Revealed 
from 3-D Magnetotelluric Inversions, A Comparative 
Study. [in:] Proceedings World Geothermal Congress 
2010, Bali, Indonesia, 25–29 April 2010, 1371, 1–6.

Roeroe H.J., Tuerah N., Surana T., Suyanto, Maramis J., Pan-
gerego F., Kolibu H.S. & Malingkas T.D., 2013. Direct use 
of geothermal energy for drying agricultural and mak-
ing palm sugar crystal. [in:] Proceedings Thirty-Eight 
Workshop on Geothermal Reservoir Engineering, Stan-
ford University, California, February 11–13. https://pan-
gea.stanford.edu/ERE/pdf/IGAstandard/SGW/2013/
Roeroe.pdf [access: 25.07.2020].

Siahaan E.E., Soemarinda S., Fauzi A., Silitonga T., Azimu-
din T. & Raharjo I.B., 2005. Tectonism and Volcanism 
Study in the Minahasa Compartment of the North Arm 
of Sulawesi Related to Lahendong Geothermal Field, In-
donesia. [in:] Proceedings World Geothermal Congress 
2005, Antalya, Turkey, 24–29 April 2005, 654, 1–5.

Simandjuntak T.O. & Barber A.J., 1996. Contrasting tecton-
ic styles in the Neogene orogenic belts of Indonesia. [in:]  
Hall R., Blundell D. (eds.), Tectonic Evolution of Southeast 
Asia, Geological Society, London, Special Publications,  
106, 185–201. https://doi.org/10.1144/GSL.SP.1996.106.01.12.

Sumintadireja P., Sudarman S. & Zaini I., 2001. The Lahen-
dong Geothermal Field Boundary Based on Geological 
and Geophysical Data. [in:] Proceeding of the 5th INAGA 
Annual Scientific Conference & Exhibitions, Yogyakarta, 
March 7–10, 2001, 2001-30, 1–8.

https://doi.org/10.1186/s40517-019-0147-2
https://doi.org/10.1186/s40517-019-0147-2
https://doi.org/10.1016/j.geothermics.2008.01.001
https://doi.org/10.1016/j.geothermics.2008.01.001
https://peraturan.bpk.go.id/Home/Details/112092/permenkes-no-32-tahun-2017
https://peraturan.bpk.go.id/Home/Details/112092/permenkes-no-32-tahun-2017
https://inff.org/resource/roadmap-of-sdgs-indonesia-a-highlight
https://inff.org/resource/roadmap-of-sdgs-indonesia-a-highlight
https://drive.esdm.go.id/wl/?id=z0gQem1FwdkHVuXjtR6IAOCBJRDFSQwF&mode=list&download=1
https://drive.esdm.go.id/wl/?id=z0gQem1FwdkHVuXjtR6IAOCBJRDFSQwF&mode=list&download=1
https://drive.esdm.go.id/wl/?id=z0gQem1FwdkHVuXjtR6IAOCBJRDFSQwF&mode=list&download=1
https://www.fujielectric.com/company/tech/pdf/63-01/FER63-01-012-2017.pdf
https://www.fujielectric.com/company/tech/pdf/63-01/FER63-01-012-2017.pdf
https://doi.org/10.1016/j.rser.2018.02.004
https://doi.org/10.1016/j.rser.2018.02.004
https://orkustofnun.is/gogn/unu-gtp-report/UNU-GTP-2007-17.pdf
https://orkustofnun.is/gogn/unu-gtp-report/UNU-GTP-2007-17.pdf
https://doi.org/10.1016/j.rser.2017.06.096
https://doi.org/10.1016/j.rser.2017.06.096
http://inford.org/indonesian-water-security-improving-but-still-subject-to-shocks/
http://inford.org/indonesian-water-security-improving-but-still-subject-to-shocks/
https://pangea.stanford.edu/ERE/pdf/IGAstandard/SGW/2013/Roeroe.pdf
https://pangea.stanford.edu/ERE/pdf/IGAstandard/SGW/2013/Roeroe.pdf
https://pangea.stanford.edu/ERE/pdf/IGAstandard/SGW/2013/Roeroe.pdf


82

https://journals.agh.edu.pl/geol

Mukti M., Tomaszewska B., Starczewska M., Ningrum E.O.

Surana T., Subandriya A. & Agustina L., 2010a. Develop-
ment of Direct Use Application by BPPT. [in:] Proceed-
ings World Geothermal Congress 2010, Bali, Indonesia, 
25–29 April 2010, 2831, 1–5.

Surana T., Atmojo J.P. & Prasetyo B.T., 2010b. Design of 
a Geothermal Energy Dryer for Tea Withering and Dry-
ing in Wayang Windu Geothermal Field. [in:] Proceed-
ings World Geothermal Congress 2010, Bali, Indonesia, 
25–29 April 2010, 2841, 1–8.

Tesha, 2006. Utilization of Brine Water for Copra Drying in 
Lahendong Geothermal Field. The United Nations Uni-
versity, Geothermal Training Programme, Reports 2006, 
Number 20, Reykjavik. https://orkustofnun.is/gogn/unu-
gtp-report/UNU-GTP-2006-20.pdf [access: 24.05.2020].

Tomaszewska B. & Bodzek M., 2013a. Desalination of geo-
thermal waters using a hybrid UF-RO process. Part I: 
Boron removal in pilot-scale tests. Desalination, 319, 99–
106. https://doi.org/10.1016/j.desal.2012.05.029.

Tomaszewska B. & Bodzek M., 2013b. Desalination of geo-
thermal waters using a hybrid UF-RO process. Part II: 
Membrane scaling after pilot-scale tests. Desalination, 
319, 107–114. https://doi.org/10.1016/j.desal.2013.01.030.

Turchi C.S., Akar S., Cath T., Vanneste J. & Geza M., 2015. 
Use of low-temperature geothermal energy for desali-
nation in the Western United States. Technical Report 
NREL/TP-5500-65277, National Renewable Energy Lab-
oratory, Denver. https://www.nrel.gov/docs/fy16osti/ 
65277.pdf [access: 11.06.2020].

Utami P., 2011. Hydrothermal alteration and the evolution of 
the Lahendong geothermal system, North Sulawei, Indo-
nesia. University of Auckland [Ph.D. thesis]. 

Utami P., Siahaan E.E., Azimudin T., Browne P.R.L. & Sim-
mons S.F., 2004. Overview of the Lahendong Geother-
mal Field, North Sulawesi, Indonesia: a Progress Re-
port. [in:] Proceeding 26th New Zealand Geothermal 
Workshop 2004, 6–11. https://www.geothermal-energy.
org/pdf/IGAstandard/NZGW/2004/Utami_et_al.pdf 
[access: 24.05.2020].

Utami P., Browne P.R.L., Simmons S.F. & Suroto, 2007. 
Lahendong and some other geothermal systems in 
the western pacific belt: comparison on their geo-
logic settings, hydrology and hydrothermal alter-
ation. [in:] Proceedings 29th New Zealand Geothermal 
Workshop 2007. https://www.geothermal-energy.org/ 
pdf/IGAstandard/NZGW/2007/031_Utami.pdf [access:  
24.05.2020].

Utami P., Widarto D.S., Atmojo J.P., Kamah Y., Browne P.R.L., 
& Warmada I.W., 2015. Hydrothermal Alteration and 
Evolution of the Lahendong Geothermal System, North 
Sulawesi. [in:] Proceedings World Geothermal Congress 
2015, Melbourne, Australia, 19–25 April 2015, 12037. 
https://www.geothermal-energy.org/pdf/IGAstandard/
WGC/2015/12037.pdf? [access: 24.05.2020].

Yokogawa Electric Corporation, 2007. Ensuring Safe and 
Reliable Operations at PT PLN Lahendong I, III and IV 
Geothermal Power Plants. Yokogawa. https://en.sekorm.
com/doc/707020.html [access: 9.03.2020].

Zhu J., Hu K., Lu X., Huang X., Liu K. & Wu X., 2015. 
A review of geothermal energy resources, development, 
and applications in China: Current status and pros-
pects. Energy, 93, 466–483. https://doi.org/10.1016/j.en-
ergy.2015.08.098.

https://orkustofnun.is/gogn/unu-gtp-report/UNU-GTP-2006-20.pdf
https://orkustofnun.is/gogn/unu-gtp-report/UNU-GTP-2006-20.pdf
https://www.nrel.gov/docs/fy16osti/65277.pdf
https://www.nrel.gov/docs/fy16osti/65277.pdf
https://www.geothermal-energy.org/pdf/IGAstandard/NZGW/2007/031_Utami.pdf
https://www.geothermal-energy.org/pdf/IGAstandard/NZGW/2007/031_Utami.pdf
https://www.geothermal-energy.org/pdf/IGAstandard/WGC/2015/12037.pdf?
https://www.geothermal-energy.org/pdf/IGAstandard/WGC/2015/12037.pdf?
https://en.sekorm.com/doc/707020.html
https://en.sekorm.com/doc/707020.html
https://doi.org/10.1016/j.energy.2015.08.098
https://doi.org/10.1016/j.energy.2015.08.098

	_Hlk98756934
	_Hlk98162812
	_Hlk92884196
	_Hlk93878816
	_Hlk92884209
	_Hlk92490556
	_Hlk93915849
	_Hlk93919127
	_Hlk93707561
	_Hlk98868878
	_Hlk99022979
	_Hlk95806612
	_Hlk99697259
	_Hlk95807242
	_Hlk98012720
	_Hlk98860477
	_Hlk98751095
	_Hlk99136436
	_Hlk98751888
	_Hlk98752121
	_Hlk95466970
	_Hlk98756842
	_Hlk98751000
	_Hlk98831146
	_Hlk80274470
	_Hlk102114847
	_Hlk102038612
	_Hlk102043673
	_Hlk102043947
	_Hlk103165139
	_Hlk92392915
	_Hlk103856861
	_Hlk103862959
	_Hlk103932826
	_Hlk104551450
	_Hlk102817369

